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SUMMARY 
In a closed loop icing wind tunnel the icing cloud is simulated by intro-
ducing tiny water droplets through an array of nozzles upstream of the test 
section. This cloud will form ice on all tunnel components (e.g., turning 
vanes, inlet guide vanes, fan blades, and the heat exchanger) as the cloud 
flows around the tunnel. These components must have the capacity to handle 
their icing loads without causing significant tunnel performance degradation 
during the course of an evening's run. To aid in the design of these compon-
ents for the proposed Altitude Wind Tunnel (AWl) at NASA Lewis Research Center 
the existing Icing Research Tunnel (IRT) was used to measure icing characteris-
tics of the IRT's components. The results from the IRT were scaled to the AWT 
to account for the AWT's larger components and higher velocities. The results 
showed that from 90 to 45 percent of the total spray cloud froze out on the 
heat exchanger. Furthermore, the first set of turning vanes downstream of the 
test section, the FOD screen and the fan blades showed significant ice forma-
tion. The scaling showed that the same results would occur in the AWT. 
INTRODUCTION 
The AWT proposed by NASA Lewis will be designed to perform aircraft icing 
tests. In the normal operation of such closed loop icing wind tunnels, ice 
accretion occurs on various tunnel components causing losses in tunnel perform-
ance capability, e.g., excessive total pressure losses. Occasionally such 
losses will require tunnel shutdown. To avoid tunnel shutdown in the AWT it 
is essential that-the tunnel components be designed so they can handle their 
expected icing loads without losing a significant portion of the tunnel per-
formance. To meet the above requirements for the design of AWT components an 
ice accretion study was performed on tunnel components in the existing IRT at 
NASA Lewis. The AWT will be similar in design to the IRT, however the AWT 
will be larger and have higher Mach numbers. 
In a closed loop icing wind tunnel like the IRT and the proposed AWl 
liquid water, in the form of tiny droplets, is introduced into the chilled 
airstream through an array of air atomizing nozzles at the be11mouth to the 
test section. See figures 1 and 2 for the schematic layouts of the IRT and 
the AWT. Once introduced into the tunnel the droplets quickly reach the sur-
rounding air temperature and will form ice on any object on which they impinge. 
The tunnel components which will accrete ice, starting downstream of the test 
section, are the first and second sets of turning vanes (vanes A and B in IRT), 
the foreign object damage (FOD) screen, the inlet guide vanes (IGVs), the fan 
blades, the third set of turning vanes, and the heat exchanger. In addition 
frost due to water vapor can form on any cold surface in the tunnel. 
The freeze out (water and vapor) on the heat exchanger 1ncreases 1ts pres-
sure drop and decreases its overall heat transfer coeff1c1ent. Thus to compen-
sate for the aerodegradat10n and reduced cooling efficiency the fan power must 
be 1ncreased and refr1gerant temperature must be reduced. Ult1matelly the 
freeze out w111 cause a termination of the run because veloc1ty and temperature 
can no longer be held. In add1t10n the 1ce build up on the turning vanes, 
screens, and fan blades w1l1 add to the overall tunnel pressure drop and com-
ponent drag loads, thus creating poor flow quality. 
A component 1ce accret10n study was necessary since no prior data ex1sted 
on the contribution of each tunnel component in removing the spray cloud nor 
on characteristic ice shapes on the various tunnel components. Furthermore, 
there were no collection efficiency curves for the turning vanes. All three 
pieces of information are necessary in order to provide a basis from which 
tunnel component ice protect10n systems can be designed. The IRT components 
incorporated 1nto the study 1ncluded the turning vanes, IGVs, fan blades, and 
the heat exchanger. 
The test covered a w1de range of drop s1zes wh1le keeping the total temper-
ature and 1nd1cated test section veloc1ty at -12°C (+10 OF) and 67 m/sec 
(150 mph) respectively. Four drop s1zes were run, vary1ng the drop volume 
med1an drop s1zes from less than 10 to 45 pm. 
The data presented below 1ncludes characteristic 1ce shapes on the tunnel 
components, the overall total collect1on eff1c1ency curve for the f1rst set of 
turning vanes downstream of the test sect10n, and the overall mass d1str1but10n 
of ice among the tunnel components. In addition the mass distribution was 
projected to the AWT to account for its larger size and higher velocities. 
NOMENCLATURE 
C cord length, m 
CO,CLEAN turn1ng vane loss coeffic1ent clean 
CO,ICE turning vane loss coeff1c1ent 1ced 
DVM droplet volume med1um, pm 
d drop s1ze, pm 
E total overall collection eff1c1ency 
Ko d1mens1onless1nertia parameter 
LWC liquid water content, g/m3 
M test sect10n Mach number 
MC total mass of cloud, kg 
MF mass of ice on fan blades,·kg 
2 
MT blade tip Mach number 
MV mass of ice on turning vanes, kg 
NB number of fan blades 
T static temperature, c 
To total temperature, c 
V test section velocity, m/s 
W mass accumulation rate, kg Is 
T accretion time, min 
PROCEDURE AND APPARATUS 
The IRT is a closed loop refrigerated atmospheric total pressure wind 
tunnel. Figure 1 shows the schematic of the IRT. The IRT has a 1.8 m (6 ft) 
high by 2.7 m (9 ft) wide test section, and a maximum empty test section 
velocity of 134 m/sec (300 mph). The refrigerator has a capacity to cool the 
air down to a total temperature of -29°C (-20 OF). Natural cloud conditions 
are simulated by an array of 77 air atomizing nozzles located upstream of the 
contraction to the test section. These nozzles can produce a range of drop 
volume median (DVM) drop sizes from less than 10 to 45 pm. The liquid water 
content (lWC) can vary from 0.3 to 3.0 g/m3. Not all combinations of DVM 
and lWC are possible. . 
The IRI components incorporated into the ice accretion study were turning 
vanes A and B, the FOD screen, IGVs, the fan blades, turning vanes C, and the 
heat exchanger. The locations of each of these components are identical to 
those in the AWT, except for the heat exchanger. As will be shown later, this 
difference proves 1rrelevent. Figure 2 illustrates the component positions in 
the AWT. 
After a specific icing time, ice accretion measurements were made in two 
different ways on the tunnel components. Ice shapes on turning vanes A and B 
were obtained by making cross-sectional cuts in the ice on the 12th turning 
vane from the inside corner and 2 ft down from the center. From these cuts a 
tracing of the ice shapes were made on cardboard templates. The amount of mass 
accreted on these two sets of turning vanes was found by passing steam through 
the vanes, collecting the water and ice falling from the vanes, and then weigh-
ing the resulting mass of ice and water. All drains and holes were covered to 
prevent drainage of water. The mass of ice accreted on the FOD screen was 
included with the mass of ice on turning vanes B. lacking a means of removing 
ice from on the IGVs and fan blades, a different method was invoked for finding 
the mass of ice. The procedure involved making cross-sectional cuts in the 
ice, tracing the ice shape, and by using both the density of ice, 890 kg/m3, 
and relative uniformity of the ice accretion the mass was determined. Note 
that for the IGVs only one cut was necessary since the ice was relatively uni-
form. However, the fan blades required three cuts due to the radial variation 
of the ice thickness. Turning vanes C accreted no ice for the four cases run, 
thus requiring no ice accretion measurements. Finally the amount of cloud 
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removed by the heat exchanger was assumed to be the remaining portion of the 
cloud. This assumption proved reasonable since no ice was observed on either 
turning vanes 0 nor the fine mesh turbulence screen located at the spray bars.1 
TEST CONDITIONS 
The test covered four different spray conditions. for each spray condi-
tion the test section indicated velocity and total temperature were kept at 
67.1 mlsec (150 mph) and -12°C (+10 Of). The DVM sprays run were 45, 30, 15 
and an estimated size of less than 10 ~m.2 for the 45, 30 and 15 ~m DVM 
sprays the total cloud water content, (LWC) x (V) x (T), was held constant. 
By error, (LWC) x (V) x (T) was not the same for the less than 10 ~m DVM 
spray. Table I lists t~e cond1t10ns run. 
RESULTS AND DISCUSSION 
Pictor1a1 Walk Around IRT 
Before de1v1ng 1nto the heart of the test results, a p1ctor1a1 walk around 
the IRT 1s f1rst helpful as shown 1n f1gures 3 to 11. These photographs w111 
give a qua11tat1ve understand1ng for those components requiring some form of 
ice protection, the relative role each component plays in removing the icing 
cloud, and the effectiveness of deicing turning vanes by merely passing steam 
through the vanes. 
The photographs are from a 40 min icing spray with an indicated test 
section velocity of 67.1 mlsec (150 mph), a liquid water content of 1.36 g/m3, 
and a total temperature of -12°C (10 Of). The ice shapes are from 30 and 
15 ~m DVM sprays. The pictorial walk will begin at turning vanes A and end at 
the heat exchanger. figure 3 shows the ice accreted on turning vanes A at the 
leading edge and pressure surface on the 12th turning vane from the inside 
corner. The ice was glaze at both the leading edge and pressure surface. A 
thin layer of frost formed on the suction surface. figure 4 demonstrates that 
the ice accretion on turning vanes A was not uniform. Although this figure 
was taken from a different icing condition it, nevertheless, accurately 
represents the d1stribution found in all the cases run. The ineffectiveness 
of passing steam through turning vanes as a form of deicing is shown in 
figure 5. The photograph strongly suggests that this form of deicing turning 
vanes was inadequate. The ice melted from the top, down and took roughly 30 
min to entirely deice. 
lThe fine mesh screen was 316 stainless steel double crimped square 
mesh with 12-mesh/linear inch and 0.023 in. gauge wire. The screen was 0.9 m 
by 0.9 m (4 by 4 ft.) in size. 
2The less than 10 ~m spray fell below existing calibration curves. The 
instrument used for calibration did not have the capability of accurately 
measuring the small droplets present in the less than 10 ~m sprays. 
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Ice accretion on turning vanes B and the FOD screen are shown in figures 6 
and 7. Figure 6 shows the leading edge and pressure surface ice on the 12th 
turning vane from the inside corner. The ice was rime on both the leading 
edge and pressure surface. The most likely explanation for the formation of 
rime ice on vanes B when glaze ice formed on vanes A is that vanes A removed a 
high percentage of large drops. Thus, the smaller drops, i.e., lower DVM 
cloud, reaching vanes B would produce rime ice (ref. 1). Like turning vanes 
A, turning vanes B also formed frost on the suction surface and deiced in the 
same manner. The ice on the FOD screen is shown in figure 7. 
Moving on to the IGVs and fan blades, one can see that the amount of ice 
accreted was reduced substantially from the first two sets of turning vanes. 
Figure 8 shows that very little ice accreted on the IGVs the ice was rime and 
about 3 mm thick. Figure 9 shows the ice accretion on the fan blades near the 
fan hUb. The ice was a mixture of glaze and rime ice (glaze in the stagnation 
region) and is 22 mm thick at the stagnation point. 
Turning vanes C did not accrete any ice as shown in figure 10. However, 
not all of the cloud was removed at this point. Figure 11 shows the ice formed 
on the heat exchanger fins and coils. The ice accretion was uniform over the 
entire heat exchanger area. 
For all the cases run no ice formed on either turning vanes 0 nor the fine 
mesh turbulence screen. This evidence implied that the heat exchanger removed 
the remaining portion of the cloud. 
Three observations follow from the pictorial walk around the IRT. First, 
some form of ice protection is needed for the first and perhaps second sets of 
turning vanes, and the fan blades for the AWT. Second, deicing turning vanes 
by merely passing steam through them is inadequate. Third, the photographs 
indicate that a large portion of the cloud was removed by the time it reached 
turning vanes C. This last observation was strictly qualitative and needed to 
be substantiated. Thus, the overall mass distribution of ice among the tunnel 
components was found in the IRT. As the reader will see from the results 
reported below, the third observation was not a reality at all, but rather an 
illusion. 
Characteristic Ice Shapes 
Cross-sectional ice shapes on turning vanes A and B are illustrated in 
figures 12(a) and (b). Three important observations result from this figure. 
First, both sets of turning vanes accreted ice at the leading edge and along 
the pressure surface. Furthermore for all cases, excluding the 45 ~m DVM spray 
on vanes A, a thin layer of frost formed on the suction surface. A thin layer 
of glaze ice formed on the suction surface for the 45 ~m case on turning vanes 
A. Glaze ice formed on turning vanes A for the 45 and 30 ~m DVM cloud. All 
other conditions resulted in rime ice. Second, by contrasting the ice accre-
tion on turning vanes A and B, one can see that the amount of ice accretion on 
vanes A varies dramatically with drop size, while remaining fairly constant on 
turning vanes B. Third, figures 12(a) and (b) show that vanes A can accrete 
very severe ice shapes (45 and 30 ~m sprays); loss coefficient can increased by 
a factor of 5.4 (ref. 2). The dry loss coefficient, CD,CLEAN, was about 0.33 
at a test section velocity of 112 m/sec. Figure 13, from reference 2, shows 
the loss coefficient increase as a function of ice accretion time for an 
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extremely severe 1c1ng cond1t10n. On the other hand, the 1ce shapes on vanes 6 
were never too severe. The 1ce shapes on 6 for the 40 m1n sprays were very 
much like the 10 min 1ce accret10n on turning vanes A. Reference 2 showed 
that a 10 min spray on vanes A cause a factor of 1.5 increase in the loss 
coeff1cient. 3 The rime ice on the leading edge of vanes 6 varied from 6.4 to 
12.7 mm th1ck for the four sprays. 
Ice shapes on the fan blades at three different radial positions are shown 
on figure 14. The ice was a mixture of glaze and rime ice. These cross-
sectional tracings show that the ice accretion was relatively independent of 
drop size. The ice thicknesses at the stagnation point for the four sprays 
varied from 9.5 to 25.4 mm. These ice shapes also demonstrate that significant 
amounts of ice can accrete on the fan blades. 
These two sets of ice shapes show that (1) turning vanes require ice pro-
tection at the leading edge and along the pressure surface, and (2) the fan 
blades may require some form of ice protection. Analytic droplet trajectory 
calculations have shown that (1) will hold true for AWT diffusion control turn-
ing vanes. The AWT fan blades will experience more severe ice accretion due 
to the higher tip Mach numbers (0.3 in IRI to 0.7 1n AWT). Thus, one would 
expect both more blade damage from shed 1ce and also more severe aeropenalt1es 
in the AWT due to increased blade ice accretion and higher blade velocities. 
Overall Total Collection Efficiency Curve for Vanes A 
The overall total collection efficiency, E, is defined as the total amount 
of mass removed by the ent1re array of turning vanes A, MV, divided by the 
total mass of cloud reaching the turning vanes, MC - equat10n (1). 
MV 
E = MC (1) 
The collection eff1c1ency curve for turn1ng vanes A 1s shown in f1gure 15. E 
was determined experimentally by measuring MV for the four DVM sprays and we 
knew MC based on the water flow rate into the tunnel and the time of the spray. 
The term Ko, plotted on the x-axis, is a dimensionless inertia parameter and 
is a function of drop size, d, a1r velocity, V, and body geometry, C, 
(Ko « VO.6 dl .6/C). Ko was calculated based on the DVM of each spray and 
assuming a one-dimensional velocity profile. Chapter 2 in the IIEngineer1ng 
Summary of Airframe Icing Technical Data," ADS-4, discusses two methods to 
calculate Ko (ref. 3). 60th methods proved straightforward; the method used 
in the calculations presented here was the graphical method. The per-
pend1cular d1stance between two adjacent turning vanes was selected as the 
proper characteristic length. This length was 0.23 m for the IRT turning 
vanes A and 0.35 m for the AWT turning vanes (diffuser control vanes). 
3The loss coeff1c1ent was defined as the total pressure loss obtained 
from integrating the area enclosed by the appropr1ate upstream and downstream 
transverse profiles divided by the local upstream dynamic pressure. 
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The four data p01nts 1nd1cated on f1gure 15 represent the four DVM sprays 
run 1n the IRT test. The less than 10 ~m spray has the lowest Ko and E 
values, wh11e the 45 ~m case has the largest values of Ko and E. The col-
lect10n eff1c1ency curve reflects the strong 1nfluence drop s1ze has on the 
total overall catch eff1c1ency. The curve has a very steep slope w1th the 
larger drop s1zes (30 and 45 ~m sprays) and flattens out for the smaller drop 
s1zes (15 and <10 ~m sprays). 
One should note that E def1ned here d1ffers s11ghtly from the def1n1t10n 
used 1n ADS-4 (ref. 3). ADS-4 def1ned E 1n terms of the rate of water drop-
let 1mp1ngement/foot of span. In contrast, E here 1s def1ned ln terms of the 
total amount of cloud removed by an entlre array of turnlng vanes. Note also 
that 1t was not poss1ble to calculate Ko for turning vanes B, IGVs, and fan 
blades since the DVM drop size changed and was unknown once the cloud passed 
corner A. 
Mass D1str1but1on 
The results from the mass d1str1but10n gave the most surpr1s1ng results. 
Contrary to what one would have expected from the pictorial walk around the 
IRT, the heat exchanger proved to be the pr1mary remover of the cloud. For 
only one case d1d the heat exchanger remove less than 50 percent of the cloud. 
At a 45 ~m DVM spray the heat exchanger and turn1ng vanes A each removed about 
47 percent of the cloud. For the less than 10 DVM ~m spray the heat exchanger 
removed a whopp1ng 90 percent of the total spray cloud. Figure 16 shows the 
contr1but10n of each component 1n remov1ng the spray cloud as a funct10n of 
drop s1ze. For the smaller drops some snow was found 1n both the fan and heat 
exchanger area. The contr1but10n of the IGVs 1s not shown because they removed 
such a small percentage of the cloud the contr1but10n could not accurately be 
shown. Not1ce that the figure shows that the percent of the cloud removed by 
both turning vanes B w1th FOD screen and the fan blade stayed relatlvely con-
stant w1th drop s1de. Th1s result 1s cons1stent w1th the 1nvar1ance of 1ce 
shapes with DVM drop slze sprays in f1gures 12(b) and 14. Note also that for 
all cases no 1ce was observed on turn1ng vanes C. 
The 1ce accretlon on the FOD screen, albe1t a small percentage of the total 
spray cloud, can cause a large enough pressure drop to requ1re de1c1ng. In the 
IRT the lce bu11d up on the FOD screen occas10nally must be manually de1ced ln 
order to achleve the deslred test sect10n veloclty. 
A 11kely scenar10 for why such a large percentage of the cloud reaches the 
heat exchanger w1th no 1ce accret10n on turn1ng vanes C 1s that the tunnel acts 
as a small pass f11ter, 1.e., turn1ng vanes A and B, IGVs, and fan blades catch 
the large droplets and allow the smaller ones to pass. Th1s analogy explalns 
why vanes A, whlch sees the largest percentage of b1g drops, accretes substan-
t1ally more of the cloud than turn1ng vanes B wh1ch sees a much smaller 
percentage of large drops. 
To help clar1fy th1s scenar10 conslder what happened to the spray cloud as 
1t passed turn1ng vanes A. The large droplets 1n the spray d1str1but10n had a 
much h1gher collect10n eff1c1ency than the smaller drops due to the relat10n 
Ko «d l .6. Thus turn1ng vanes A removed a larger percentage of the b1g 
drops than the smaller drops by v1rtue of the h1gher collect10n eff1c1ency. As 
a result the spray cloud downstream of the turn1ng vanes conta1ned essent1ally 
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the same number of the small drops and none of the largest drops. Consequently 
the capacity of turning vanes B, FOD screen, IGVs, and fan blades to remove the 
spray cloud was reduced substantially. 
This scenario is applicable in the same exact manner to the remaining 
tunnel components. The reason the fan blades accrete more ice than the IGVs is 
due to the high blade velocities. No ice accreted on turning vanes C because 
the cloud, at this point, contains only very small droplets which together with 
the low velocities lack the necessary inertia to deviate from the airflow 
streamlines and therefore to accrete on the vanes. However, the heat 
exchanger's thin fins with their near unity collection efficiencies in conjunc-
tion with the large area covered by the fins provide sufficient geometry to 
remove the remaining portion of the spray cloud. 
Although this explanation of the mass distribution results is a scenario, 
it nevertheless, provides the most probable explanation for why such a large 
percentage of the cloud reached the heat exchanger. 
PROJECTION TO AWT 
The mass distribution of ice among the IRT components was projected to the 
AWT to account for its larger physical size and higher velocities. In addition 
an estimate was made for a "worst case" icing condition on turning vanes 1 in 
the AWT. 
Two assumptions were made in making the projections. They were (1) the 
velocity, drop size, and lWC spacial distributions in the lRT and AWT are 
similar, and (2) the overall total collection efficiency curve for turning 
vanes A in the IRT holds for the diffuser control turning vanes in the AWT. 
Mass Distribution 
The projection of the mass distribution was based on a test section Mach 
number of 0.6 (0.3 in corner 1). This Mach number was selected because it 
represents the upper speed limit in the commercial and business jet flight 
envelope for hold conditions. A brief discussion on how the projection was 
made for the various tunnel components is given below. 
Scaling the percent of the cloud removed by the first set of turning vanes 
simply involved, calculating Ko for the AWT turning vanes at a Mach number 
of 0.3 for various drop sizes, and reading E off figure 15. E multiplied by 
100 is precisely that percent. A linear extrapolation of the catch curve was 
assumed for the cases where Ko exceeded the Kos of the IRT data. The 
second set of turning vanes was scaled by increasing the percent cloud removed 
by the same percent increase for the first set of turning vanes. The mass of 
ice accretion on the fan blades was scaled based on the dimensionless inertia 
parameter equation, (Ko « VO.6d l .6/C) - equation (2) was the equation used. 
MFawt = 2MF1rt NBawt C1rt (MTawt) 0.6 
NB1rt Cawt MT1rt 
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(2) 
Here MF is the weight of ice on the fan blades, NB is the number of b1adesl 
stage, C is the cord length, and MT is the tip Mach number. The multiple 2 
is needed since the AWT fan will have two stages. The percent of the cloud 
removed by the heat exchanger is the remaining portion of the cloud. The 
resulting mass balance scaled to the AWT is shown in figure 17. Notice that 
the heat exchanger still removes a very large percentage of the spray cloud. 
especially for small droplet sprays. 
Three comments need to be made concerning the mass balance scaling. First, 
the uncertainties inherent in the assumptions made for scaling the second set 
of turning vanes and the fan blades are minimized due to the small percent of 
the cloud they removed in the IRT, i.e., the assumptions would have to cause a 
very large error in order to affect the predicted mass balance in the AWT. 
Second, the relatively small percent of the cloud removed by the fan blades 
does not imply ice protection ls not necessary. Rather, flgure 13 in conjunc-
tion wlth the lncreased fan blade ve10cltles and lce sheddlng ln the AWT sug-
gest the necesslty of lce protectlon for the fan blades. Thlrd, the estlmated 
percent of the spray cloud removed by the AWT heat exchanger ls not affected by 
the fact that lt wlll be located upstream of the thlrd set of turning vanes. 
This ls true slnce for all four DVM sprays no lce accreted on turning vanes C 
in the IRT. Thus, the IRT and AWT heat exchanger locations are directly 
analogous. 
A "Worst Case" Iclng Condltlon 
A "worst case" lcing condition for turning vanes 1 can have no precise 
definitlon. The va11dity of this assertlon rests ln the fact that one can 
always spray for a longer period than a prevlous1y defined "worst case." In 
the limit. the ice accreted on turning vanes 1 could completely block the 
tunnel air flow. 
In 11eu of a precise definition of a "worst case" lcing condition a prac-
tical deflnitlon was established based on typical hold conditions in the com-
mercial and buslness jet flight envelopes. A typical hold condition whlch 
would llke1y be tested in an icing facility are: LWC = 0.5 g/m3 • MVD = 25 ~m. 
Mach number = 0.5. and spray time = 45 mln. Under these conditions 
approximately 2090 kg (4600 lb) of ice will accrete on turning vanes 1 in the 
AWT. This condltlon represents the longest spray which will be used in the 
AWT for a single data point. 
The slgniflcance of 2090 kg of lce on turning vanes 1 ln the AWT resides 
ln the resu1tlng lncrease ln the total pressure loss due to the lce build up. 
An estlmation of the pressure loss increase was made by (1) assuming the drag 
lncrease ls prlmarily caused by blockage between adjacent turning vanes, (2) 
accounting for the difference ln ice accretion surface area between AWT turning 
vanes and IRT turnlng vanes, and (3) using figure 13 to find the lncrease in 
loss coefflcient. step (2) was necessary to go from 2090 kg of ice accretion 
on turning vanes 1 ln AWT to an equlva1ent lce accretion in the IRT from which 
total pressure loss data were available. 
Following the above procedure an equivalent 
61 min for the tunnel conditlons in figure 13. 
figure 13 out to 61 min indicates a factor of 7 
loss coefflcient. This factor of 7 increase is 
9 
iCing time ln the IRT was 
Extrapolating the curve in 
increase in the turning vane A 
the estimate for the increase 
in loss coefficient for turning vanes 1 in the AWT. The clean loss coefficient 
for the AWT turning vanes was measured to be 0.12 (ref. 4). Note that this 
estimation assumes similar flow conditions in the first turn, geometrically 
similar turning vanes, and no compress1bi11ty effects. These three assump-
tions were necessary in order to gain some understanding of the significance 
of the "worst case" ic1ng condition. 
SUMMARY OF RESULTS 
1. The most important and surprising result from the IRT test was the over-
all mass distribution of ice among the tunnel components and its projection to 
the AWT. The implication for the AWT design is that the heat exchanger must 
have the capacity of handling from 50 to 90 percent of the total spray cloud 
without plugging up or reducing the overall heat transfer rate to the point 
where tunnel shutdown is required. 
2. The ice shapes on the two sets of turning vanes A and B showed that 
ice protection will only be necessary along the pressure surface and at the 
stagnation point. Analytic droplet trajectory calculations have shown that 
this conclusion holds for the proposed diffusion control vanes for the AWT. 
Ice protection on the second set of turning vanes may not be needed depending 
on what is an acceptable total pressure loss. It is the opinior. of the authors 
that at most the leading edge region requires ice protection. 
3. The ice shapes on the fan blades showed that significant amount of ice 
will accrete on the fan blades. In order to ensure both efficient tunnel oper-
ation and the maintenance of fan blades, an ice protection system is necessary 
for the AWT due to the higher blade Mach numbers and the double stage fan. 
4. The FOD screen did not remove a substantial portion of the spray cloud. 
However, past experience in the IRT has shown that ice formation on the screen 
can cause enough of a pressure drop to require manual deicing. This same 
result will likely occur in the AWT. 
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TABLE I 
DVM. LWC1 T. v. To. pm g/m m1n m/sec c 
10 0.5 78.5 67 -12 
15 1.36 39.25 67 -12 
30 1.36 39.25 67 -12 
45 1.92 27.8 67 -12 
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Figure_3. - Ice a§c~~tion on t~rning va_nes A; V= 67.1 mIs, To = -12°C, 
LWC-l, 36 g/m, - 39.25 min., DVM- 30 ~m. 
Figure <I. _ Distribution of ice on turning vanes A in IRT; V·lll.8 mts 
To= -7 0c, LWC= 1.1 g/m3. 
Figure 5. _ Turning vanes A deicing; same conditions as figure 3. 
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Figure 6. - Ice accretion on turning vanes B; same conditions as figure 3. 
Figure 7. - Ice accretion on FOD screen and pressure surfacH of turning 
vane B; same conditions as figure 3. 
Figure 8. - Ice accretion on I GVs; DVM= 15 microns, all other conditions 
are the same as conditions in figure 3. 
Figure 9. - Ice accretion on fan blade; conditions same as figure 8. 
Figure 10. - Turning vane C; conditions same as figure 8. 
Figure H. - Ice accretion on the heat exchanger; conditions same as 
figure 8. 
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Figure 13. - Effect of glaze ice growth on loss 
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Figure 14. - Ice shapes on IRT fan blades; V· 67.1 mIs, TO = -12 °C, 
LWCXVXT = 214.8 kg/m2• 
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Figure 16. - Mass distribution in the IRT; V· 67.1 m Is; To· - 12 °C. 
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Figure 17. - Mass distribution scaled from IRT results to the AWT: test section 
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